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TWISS ANALYTICAL LABORATORIES, INC.

26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

I0C -LCR

10C - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

D7)

(%

I0C - LCR Group: A
System ID No: 1H3826 System Name: Seven Ce
DOH Source No:  S93 County: Clallam
Sample Purpose:  RC Date Received: ~ 10/2/2012
Date Analyzed:  10/4/2012
Date Reported: ~ 10/8/2012
Send Report To: Rich Camporini Bill To: Jeff Becker
1033 Old Blyn Hwy Jamestown S'Klallam Tribe
Sequim, WA 98382 1033 Old Blyn Hwy
Sequim, WA 98382
DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - -
MCL, mg/L * *
Analytical Method (Analyst Init.) EPA 2009 KW EPA 200.7 KW
ample # Date Collected Sample Location Lead, mg/L Copper, mg/L
010506010 10/2/2012 CA-03 Kitchen Sink <(0.001) 0.359
/ o_ouomomﬁ 10/2/2012 CA-04 Deli sink 0.002 0.803
0105060372 10/2/2012 CA-05 Main Bar Sink 0.002 1.64
~ 101050604 ﬁ 10/2/2012 CA-06 Womens Restroom Sink 0.003 2.36
01050605 ﬁ 10/2/2012 CA-07 Mens Restroom Sink 0.008 2.70
* Lead has not been assigned an MCl, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCl, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated,
| ~
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370  Telephone (360) 779-5141 FAX (360) 779-5150

IOC -LCR
10C - LCR by EPA Methods 200.9, 200.7 \ %J w(.\w ) u m
Distribution System - Report of Analysis - Nulmu\ C
I0C - LCR Group: A
System ID No: TH3826 System Name: .mméannnﬁm Casino
DOH Source No: ~ $93 County: Clallam
Sample Purpose: RC Date Received: ~ 9/25/2012 4
Date Analyzed:  9/27/2012 ¢
Date Reported: ~ 10/3/2012 4
Send Report To: Rich Camporini Bill To: Jeff Becker
1033 Old Blyn Hwy Jamestown S'Klallam Tribe
Sequim, WA 98382 1033 Old Blyn Hwy
Sequim, WA 98382
DOH # Lead, mg/L Copper, mg/L <
SRL, mg/L 0.001 0.02 -
Trigger Level, mg/L - - ﬂu
MCL, mg/L * »
Analytical Method (Analyst Init.) EPA 2009 KW EPA 200.7 KW
AP
b #.___ | Date Collected Sample Location Lead, mg/L Copper, mg/L
01029701 9/25/2012 CA-04 Deli Sink 0.002 0.60
01029702 9/25/2012 CA-03 Main Kitchen Sink <(0.001) 0.41
01029703 9/25/2012 CA-05 Main Bar Sink 0.006 .63 —
01029704 9/25/2012 CA-06 Womens Restroom Sink 0.003 217 ~
01029705 9/25/2012 CA-07 Mens Restroom Sink 0.007 398, ~
* Lead has not been assigned an MCI, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCI, it has an "Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.
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TWISS ANALYTICAL LABORATORIES, INC.

26276 Twelve Trees Lane, Suite C  Poulsbo, WA 93370

Telephone (360) 779-5141 FAX (360) 779-5150

IOC-LCR

IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

¢ 10C-1CR N7 AN o S0 Group: A _
: Systern [D No: IH3826 [~ m\u [P 2 F 7N System Name: Seven Cedars Casino ;
DOH Source No:  $93 County: Clallam
Sample Purpose:.  RC Date Received:  8/26/2011
Date Analyzed:  8/30/2011
Date Reported: ~ 8/3122011
Send Report To:  Jeff Becker i Bill To: Rich Camporini
Jamestown SKiallam Tribe 1033 Old Biyn Hwy
: 1033 Old Blyn Hwy Sequim, WA 98382
_l Sequim, WA 98382 -
_ DOH # 1 Lead, mg/L Copper,mgfl. |
SRL, mg/L 0.001 0.02 :
Trigger Level, mg/L
[MCL, mg/L * *
_baw_w:os_ Method (Analyst Init.) EPA 2009 KW _ EPA 200.7 KW
T Sample # Date Collected Sample Location Lead, mg/L Copper, mg/L
01004701 '8/26/201 1 CA-08 Hosehib Pumphouse <(0.001) <(0.02)
~01004702 :B/26/2011 .CA-09 Janitor Closet Downstairs 0.006 320
\? 1004703 8/26/2011 (CA-10 Janitor Closet Upstairs 0.001 2.56
- _e_c?ﬁ.o_a 8/26/20% | (CA-11 Qusside Hosebib SE Side <(0.001} 193
\T_ 004705 8/26/2011 CA-12 Qutside Hosebib SW Side _ 0.001 3.50
* Lead has not been assigned an MCI, it has an ‘Action Level' of 0.015 mg/L designated by EPA_ Copper has not been assigned an MCI, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level, Systems with compounds detected at concentrations in excess of this level are required to take additiona) samples.
Contact your regional DOH office for further information, :
MCL: (Maximum Conlaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis,
ND: (Not Detected), in the resolts column indicates this compound was analyzed and not detected at a level greater than or equal o the SRL o
< (0.00%): indicates the compound was not detocted in the sample at or above the concentration indicated, |
118047
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

I0C-LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

I0C - LCR Group: A
System ID No: IH3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: RC Date Received:  11/5/2010
Date Analyzed:  11/8/2010
Date Reported: ~ 11/10/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - i
MCL, mg/L * ¥
Analytical Method (Analyst Init.) EPA 200.9 KW EPA 200.7 KW ..a
Sample # Date Collected Sample Location Lead, mg/L Copper, mg/L
01063901 11/5/2010 CA-08 hosebib in the Ozonator Pumproom 0.003 0.05

*

SRL:
Trigger Level:

ND:
< (0.00x):

Lead has not been assigned an MCl, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCl, it has an 'Action Level' of 1.3 mg/L designated by EPA.

(State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.

Contact your regional DOH office for further information.

110639

{Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
(Not Analyzed), in the results column indicates this compound was not included in the current analysis.

(Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
indicates the compound was not detected in the sample at or above the concentration indicated.
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26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

TWISS ANALYTICAL LABORATORIES, INC.

Telephone (360) 779-5141 FAX (360) 779-5150

I0C-LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

IOC-LCR Group: A
System ID No: TH3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: RC Date Received: ~ 10/29/2010
Date Analyzed:  11/8/2010
Date Reported: ~ 11/10/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - -
MCL, mg/L N *
Analytical Method (Analyst Init.) EPA 2009 KW EPA 200.7 KW q\_
Sample # Date Collected Sample Location Lead, mg/L Copper, mg/L 4
01044001 10/29/2010 Ca-08 Hose Bib in the Ozanator Pump Room 0.003 0.04 7
* Lead has not been assigned an MCI, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCI, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level, Systems with compounds detected at concentrations in excess of this level are required to take additional samples.

Contact your regional DOH office for further information.

MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
<(0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.

110440
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

[IOC - LCR
10C - LCR by EPA Methods 200.9, 200.7

Distribution m%mﬁﬁ W@@on of gm_ﬁa

10C-LCR ~ Group A —=
wzmﬁB ID No: :.Gmmo mwmﬁmB ZmBn Seven OnaE.m Omm:_o -
"DOH Source No: $93 County Clallam A m
mmEEm Fﬁuomm RC Date Received: 7101222010 é@
Date gm_%mng. 110/26/2010
ﬁ Date w@%& 10/27/2010 _
mﬁa Wanon To: hnm. Becker | Bill To: * Jamestown S' Klallam Tribe ,f
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382 _
i mn@EBu .<<> 98382 |
. sl R S e s TR VUSSR, MO
B i UWE # N - - .r»sn. mg/L 1 Ocﬁ.o? EWF 4
SRL, mg/L 0.001 0. 02
‘—.n.mﬂm_. Level, E@.r ‘ - --
MCL, mg/L * .
>=»_§_3_ ?_a:.oa A>==_w.mn ::5 m_u> 2009 KW EPA Noo q KW ME.V
oo e ——— R s R |
ﬁ mm:s_._m _ Date : Collected 4 mna_..m Location fﬁ rmw._ Em:.. ﬁ Copper, Em:._
ﬁo_omhwo_ IN W obubo_o H@? -08 :omnc:u in the Ozonator Pump Room 0.005 <(0.02)

*

SRL:
Trigger Level:

Lead has not been mmw_m._na
(State Reporting Level), indicates the minimum reporting level required by the Washington Departmen

DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.

an MCI, it has an "Action Level' of 0.015 mg/L designated by EPA. Oc_uum
ent of Health (DOH).

Contact your regional DOH office for further information.

MCL:
NA:

ND:

< (0.00x):

110248

(Maximum Contaminant Level),
(Not Analyzed), in the results column indicates this compound was not included in the current analysis.

(Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
indicates the compound was not detected in the sample at or above

If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

the concentration indicated.

r has not been mmm_msaa an MCI, it has an 'Action Level' of 1.3 Bm\r designated by EPA.
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulshbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

I0C -LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

0CT 28 20i0

|

I0C - LCR Group: A - :
System ID No: 1H3826 System Name:  Seven Cedars Casino /05 200/08
DOH Source No: 93 County: Clallam
Sample Purpose:  RC Date Received:  10/15/2010
Date Analyzed:  10/20/2010
Date Reported: 10/21/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - -
MCL, mg/L ¥ .
Analytical Method (Analyst Init.) EPA 2009 KW EPA 200.7 KW .5
Sample # Date Collected Sample Location Lead, mg/L Copper, mg/L
01006601 10/15/2010 CA-08 Hosebib in the ozonator Pumproom 0.002 0.03
* Lead has not been assigned an MCI, it has an "Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCI, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level: DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x) indicates the compound was not detected in the sample at or above the concentration indicated.
110066 Page 1
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

I0C -LCR

IOC - LCR by EPA Methods 200.9, 200.7
Distribution System - Report of Analysis

0CT 2 1 2010

IOC-LCR Group: A
System ID No: TH3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose:  RC Date Received: ~ 10/8/2010
Date Analyzed:  10/8/2010
Date Reported: ~ 10/15/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - --
MCL, mg/L . *
Analytical Method (Analyst Init.) EPA 200.9 KW EPA200.7 KW | p
Sample # Date Collected Sample Location Lead, mg/L Copper, mg/L
01088001 10/8/2010 CA-08 Hosebib in the Ozonator Pumproom 0.003 0.04
* Lead has not been assigned an MCI, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCl, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
- Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL.: (Maximum Contaminant Level), If the contaminant amount cxceeds the MCL, immediaiely contact your regionai DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
<(0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.
~
-_— 5
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

05 3000 08

I0C -LCR

IOC - LCR by EPA Methods 200.9, 200.7
Distribution System - Report of Analysis

[ 10C-LCR Group: A
System ID No: 1H3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: RC Date Received: ~ 10/1/2010
Date Analyzed:  10/8/2010
Date Reported:  10/15/2010 o
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe -Ai
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
[ DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L == --
MCL, mg/L * *
Analytical Method (Analyst Init.) EPA 2009 KW EPA 200.7 KW Jav
Sample # Date Collected _ Sample Location Lead, mg/L Copper, mg/L
W_Smmmo_ 10/1/2010 rﬁ?om Hosebib in the Ozonator Pumproom 0.008 0.03

*

Lead has not been assigned an MCl, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCI, it has an 'Action Level' of 1.3 mg/L designated by EPA.

SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: {Maximum Contaminant Level), if the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.
] | ECEIVE
Uil ocT 212000 |l
" < ./un/./#
| U.S. EPA REG NN
. DFFICEOF W N
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370 Telephone (360) 779-5141 FAX (360) 779-5150

10C-LCR

[OC -LCR
[OC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

_ ] mu.oc_u . A [
Aﬂ System ID No: 1H3826 System Name: Seven Cedars Casino
" DOH Source No: ~ $93 County: Clallam
| Sample Purpose: RC Date Received:  9/17/2010
I kil — S e A ey = — - — o S e
! Date Analyzed:  9/23/2010
i Date Reported: ~ 9/24/2010
_ Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
| Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
| 1033 Old Blyn Hwy Sequim, WA 983382
ﬁf Sequim, WA 98382
L = SIS e s - g e i S e e )
[ DOH# \ Lead, mg/L N Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - -
MCL, mg/L * *
Analytical Method (Analyst Init.) EPA 2009 KW | EPA 200.7 KW
[ Sample # Date Collected D - | Sample Location - - i Lead, mg/L [ Oouﬂ.m:m\ﬂw
01024801 9/17/2010 CA-08 Hosebib in the Ozonator Pumphouse 0.007 0.09
. Lead has not been assigned an MCl, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCL, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH). N
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: {Maximum Coniaminant Level), if the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis. ’ )
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL - P &
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated. / o Jf\,,._
N
T\
109248 \ Page 1
\



26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

TWISS ANALYTICAL LABORATORIES, INC.

Telephone (360) 779-5141 FAX (360) 779-5150

I0C -LCR
10C - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

10C - LCR Group: A
System ID No: TH3826 System Name: Seven Cedars Casino
DOH Source No: ~ S93 County: Clallam
Sample Purpose: RC Date Received: ~ 9/10/2010
Date Analyzed: ~ 9/17/2010
Date Reported: ~ 9/21/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
ﬁ DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - -
MCL, mg/L - %
_W._s_ﬁmam_ Method (Analyst Init.) EPA 2009 KW EPA 200.7 KW Rﬁﬁ
ﬁ Sample # Date Collected Sample Location Lead, mg/L 7 Copper, mg/L
wm_oocmc_ 9/10/2010 CA-08 Hosebib in the Ozonator Pumproom 0.002 4 0.05
* Lead has not been assigned an MCI, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCl, it has an ‘Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: {Maximum Contaminant Levei), if the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.

108995




TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

I0OC -LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

*

SRL:

Trigger Level:
MCL:

NA:

ND:
<(0.00x):

108801

Lead has not been assigned an MCl, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCI, it has an

(State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.

Contact your regional DOH office for further information.
{(Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
(Not Analyzed), in the results column indicates this compound was not included in the current analysis.

(Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL

indicates the compound was not detected in the sample at or above the concentration indicated.

10C - LCR Group: A ]
System ID No: IH3826 System Name: Seven Cedars Casino
. DOH Source No: 93 County: Clallam E
| Sample Purpose:  RC Date Received:  9/3/2010 o
Date Analyzed:  9/16/2010
Date Reported: ~ 9/21/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe T
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382 1
DOH # Lead, mg/L Copper, mg/L ]
SRL, mg/L 0.001 0.02 |
vwmwma.. Level, mg/L - -
MCL, mg/L * *
Analytical Method (Analyst Init.) EPA 2009 KW B ._l EPA 200.7 ‘Wi J@Q
_ Sample # 7 Date Collected Sample Location Lead, mg/L Copper, mg/L
" 4 TS%:: 19/3/2010 CA-08 Hosebib in the Ozonator Pumproom 0.005 0.07

'Action Level' of 1.3 mg/L designated by EPA.
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

I0OC -LCR
I0C - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

10C-LCR Group: A
System ID No: 1H3826 System Name: Seven Cedars Casino [
DOH Source No: 93 County: Clallam
Sample Purpose:  RC Date Received:  8/27/2010
Date Analyzed:  8/31/2010
Date Reported: ~ 9/3/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe 1
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
DOH # " Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - -
MCL, mg/L " *
Analytical Method (Analyst Init.) EPA 200.9 KW EPA 200.7 KW
e ki ]
Sample # Date Collected Sample Location Lead, mg/L _ Copper, mg/L
«*101058001 8/27/2010 CA-08 Hosebib in the Ozonator Pumproom 0.009 7 0.05 ]
* Lead has not been assigned an MCl, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCL, it has an 'Action Level’ of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: (viaximum Contaminant Levei), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.
108580
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

I0C-LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

10C - LCR Group: A u
System ID No: IH3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: RC Date Received: ~ 8/13/2010
Date Analyzed: ~ 8/19/2010
Date Reported: 8/26/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L -- -
MCL, mg/L N * AlD
Analytical Method (Analyst Init.) EPA 200.9 KW EPA 200.7 KW -
_ Sample # Date Collected Sample Location Lead, mg/L 7 Copper, mg/L
. Ao_c 12301 8/13/2010 CA-08 Hosebib in the Ozonator Pumproom 0.009 w 0.13
* Lead has not been assigned an MCl, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCl, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.
108123
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TWISS ANALYTICAL LABORATORIES, INC.

26276 Twelve Trees Lane, Suite C  Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

I0C -LCR

IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

\D

I0C - LCR Group:
System ID No: IH3826 System Name: Seven Cedars Casino {77, 7
DOH Source No: 93 County: Clallam \.A\\\)/\l\
Sample Purpose: ~ RC Date Received: ~ 8/6/2010 %\wh\
Date Analyzed: ~ 8/11/2010 _
Date Reported: ~ 8/16/2010 N
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe. &
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy .,
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
DOH # Lead, mg/L ) Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - -
MCL, mg/L * *
Analytical Method (Analyst Init.) EPA 2009 KW EPA 200.7 KW \u\_
Sample # | Date Collected Sample Location Lead, mg/L Copper, mg/L
01091401 8/6/2010 CA-08 Hose bib in ozonator pump room 0.011 0.12
* Lead has not been assigned an MCI, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCI, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: {Maximum Contaminant Level), if the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.

107914
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26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

TWISS ANALYTICAL LABORATORIES, INC.

Telephone (360) 779-5141 FAX (360) 779-5150

| 10C-LCR

_ ‘System ID No: Ewmmo

" DOH Source No: 93

mmm.ﬁ_n _uEﬁowa RC

~ Send Wmﬁo: To: Jeff Becker
Jamestown S'Klallam Tribe
1033 Old Blyn Hwy
wmnEB c<> Omwww

. Sample#  DateCollected =

mo_oﬂ.\.o_ ,dwo\wo_c

*

SRL:

Trigger Level:

10C - LCR

IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Wmco; of Analysis

Contact your regional DOH office for further information.

MCL:
NA:

ND:

< (0.00x):

107717

muaﬁ_n Location

CA-08 Ecww?c in mﬁ ONomm:: 15:.6 _woo_.m

" Bill To:

mwr_ mg/L

Jamestown S'Klallam ,_,_.Em
N\

1033 Old Blyn Hwy
Sequim, WA 98382

rmmn :.rw\.r

Group: A § ,Jf

System Name: Seven Cedars Casino = N L‘\J*

. o Occ:ww\.. ..:.iﬁ.u._&_ma . (

| DateReceived: 773072010 5%
- | DateAnalyzed: 8/6/2010
| DateReported: 8102010

Analytical 32_5& A>=n_wm~ _=.3

(Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
(Not Analyzed), in the results column indicates this compound was not included in the current analysis.
(Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
indicates the compound was not detected in the sample at or above the concentration indicated.

EPA uooq wé |

<(0.001)

.O.M.EEJ Em\r

Lead has not been mmm_mnnn_ an MCI, it has an 'Action Level’ of 0.015 mg/L designated by EPA. OOEUQ has not been mmﬂm_._na an MCI, it has an 'Action Level' of 1.3 mg/L aom_mmmﬁn_ by EPA.
(State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C  Poulsbo, WA 98370 Telephone (360) 779-5141 FAX (360) 779-5150

I0C - LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

I0OC - LCR Group: A
System ID No: IH3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: RC Date Received: ~ 7/23/2010
Date Analyzed:  7/29/2010
Date Reported: ~ 7/30/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe _
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382 |
DOH # Lead, mg/L mocvm...\.:m:._
SRL, mg/L 0.001 0.02 |
Trigger Level, mg/L - -
MCL, mg/L * * |
Analytical Method (Analyst Init.) EPA 2009 KW EPA 200.7 KW r\%
Sample # Date Collected - Sample Location . m.wwﬂ_u mg/L ncgnm. mg/L |
01049201 7/23/2010 CA-08 Hosebib in the Ozonator Pumproom | 0.004 <(0.02) |
* Lead has not been assigned an MCl, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCI, it has an 'Action Level' of 1.3 mg/L designated by _.mm.?
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: {Maximum Contaminant Levei), if the contaminant amount exceeds the MCL, immediately contact your regional DOH oftice. &
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis. ’
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL e .
<(0.00x): indicates the compound was not detected in the sample at or above the concentration indicated. Z \
107492
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26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

TWISS ANALYTICAL LABORATORIES, INC.

Telephone (360) 779-5141 FAX (360) 779-5150

I0C - LCR
10C - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

10C - LCR Group: A
System ID No: TH3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: ~ RC Date Received:  7/16/2010
Date Analyzed:  7/23/2010
Date Reported: ~ 7/29/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L -- --
MCL, mg/L * »
Analytical Method (Analyst Init.) EPA 2009 KW EPA 200.7 KW &\0
Sample # Date Collected wwaﬂw_mim.onw:o: Lead, mg/L Copper, mg/L
01028701 7/16/2010 CA-08 Hosebib in the Ozonator Pumproom 0.003 0.021
4 Lead has not been assigned an MCI, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MClI, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.
107287 Page 1



TWISS ANALYTICAL LABORATORIES, INC.

26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370  Telephone (360) 779-5141 FAX (360) 779-5150

I0C -LCR
10C - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

10C - LCR Group: A
System ID No: TH3826 System Name: Seven Cedars Casino
DOH Source No: County: Clallam
Sample Purpose: RC Date Received: ~ 7/9/2010
Date Analyzed:  7/15/2010
Date Reported: ~ 7/26/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382 B
UOm— i Lead, mg/L Oo_u_.n\_..\m_.m\r
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - -
MCL, mg/L * *
Analytical Method (Analyst Init.) EPA 200.9 KW EPA 200.7 KW .\‘ m
_ m»:..r.« # Date Collected . mEEu_,a Location . . Lead, mg/L mmv_uo_.. mg/L k
T i : - S = R
01004101 7/9/2010 CA-08 hosebib in the Ozonator Pump Room 0.002 0.03 _
* Lead has not been assigned an MCl, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCl, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.
107041
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370  Telephone (360) 779-5141 FAX (360) 779-5150

I0C -LCR
I0C - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

IOC-LCR Group: A ]
System ID No: 1H3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: RC Date Received:  7/2/2010
Date Analyzed:  7/8/2010
Date Reported: ~ 7/20/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe |
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382 ;
il & — — i — el
DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L -- -
MCL, mg/L * =
Analytical Method (Analyst Init.) EPA 200.9 NP | EPA 200.7 KW -7)
_\ A Sample # ‘Date Collected . ‘ ; Sample Location . ‘ rm»a. mg/L Copper, mg/L JL
mE_ommmo_ 7/2/2010 CA-08 Hosebib in the Ozonator Pumproom 0.003 0.02 ,,
* Lead has not been assigned an MCI, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCl, it has an "Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.
106865



TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370 Telephone (360) 779-5141 FAX (360) 779-5150

IOC - LCR
I0C - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

I0C-LCR Group: A
System ID No: IH3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: RC Date Received:  6/25/2010
Date Analyzed:  6/28/2010
Date Reported: ~ 6/30/2010
Send Report To:  Jeff Becker . Bill To: Jamestown S'’Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
DOH # Lead, mg/L Copper,mg/L |
SRL, mg/L 0.001 - 0.02
Trigger Level, mg/L - p.
MCL, mg/L * *
Analytical Method (Analyst Init.) EPA 2009 NP EPA 200.7 NP [MLI_\\O
Sample # Date Collected o Sample Location . Lead, mg/L ] Copper, mg/L
01064801 6/25/2010 CA-08 m..mommc& in the Ozonator Pumproom 0.004 0.05

*

Lead has not been assigned an MCI, it has an 'Action Level'

of 0.015 mg/L designated by EPA. Copper has not been assigned an MCI, it has an 'Action Level'

of 1.3 mg/L designated by EPA.

m

\ REGION 10 -
1 AND WATERSHEDS |

SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.

MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL

< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.
{
m
L

106648 _
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C  Poulsbo, WA 98370 Telephone (360) 779-5141 FAX (360) 7 79-5150
IOC - LCR .
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

I0C-LCR Group: A

System ID No: 1H3826 System Name: Seven Cedars Casino

DOH Source No: 93 County: Clallam

Sample Purpose: ~ RC Date Received:  6/18/2010 |

Date Analyzed:  6/23/2010
Date Reported: ~ 6/25/2010

Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
DOH # Lead, mg/L Copper, mg/L -
SRL, mg/L 0.001 0.02
Trigger Level, mg/L -- -
MCL, mg/L n ¥
Analytical Method (Analyst Init.) EPA 200.9 KW EPA 200.7 KW
Sample # Date Collected Sample Location Lead, mg/L Copper, mg/L
01042301 6/18/2010 CA-08 Hosebib in the Ozonator Pumproom 0.002 <(0.02)
s Lead has not been assigned an MCL, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCL, it has an 'Action Level of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.

MCL: {Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.

106423



TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370 Telephone (360) 779-5141 FAX (360) 779-5150

10C - LCR

DOH Source

\IWEEQ #

SRL:
Trigger Level:

106211

1H3826

No:

Sample Purpose:

Send Report To: Jeff Becker

10C -LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

System Name:
County: Clallam
Date Received: ~ 6/11/2010
Date Analyzed:  6/23/2010

e

Date Reported: ~ 6/25/2010

Bill To: Jamestown S'Klallam Tribe

Jamestown S'Klallam Tribe 1033 Old Blyn Hwy

1033 Old Blyn Hwy Sequim, WA 98382

Sequim, WA 98382

Copper, m o
0.02
e
EPA200.7 KW % 2
Date Oa:annam . ml»:.v_m Location o Copper, mg/L
CA-08 Hosebib in the Ozonator Pumproom <(0.02)

Lead has not been assigned an MC], it has an "Action Level

' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCl, it has an 'Action Level’ of 1.3 mg/L designated by EPA.

(State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.

Contact your regional DOH office for further information.

(Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
(Not Analyzed), in the results column indicates this compound was not included in the current analysis.
(Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL

indicates the compound was not detected in the sample at o

r above the concentration indicated,
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370  Telephone (360) 779-5141 FAX (360) 779-5150

IOC - LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

_,w o cR T ——ee— e e - O_.o\cm Ve S __

| RS e S SETESE e s SR e oo PSS SO S S R SO

! System ID No: IH3826 System Name: Seven Cedars Casino ,_

| DOH Source No: 93 County: Clallam |

,w Sample Purpose: ~ RC Date Received:  6/4/2010 m

! . Date Analyzed:  6/10/2010 ,_

m Date Reported: ~ 6/18/2010 ,

Protons i s s g s, e ————— R | KM oo o e R ) ARSI |

| Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe !

| Jamestown S'Klallam Tribe ﬁ 1033 Old Blyn Hwy |

! 1033 Old Blyn Hwy Sequim, WA 98382 W

Sequim, WA 98382 _
. poH# T Ledmegr | Copper, mg/L. /P
e MR =
Wzr, mg/L 0.001 ﬁ 0.02 |
'Trigger Level, mg/L -- ; - _
,?or mg/L * _ * ;
m>=u_u&ns_ Method (Analyst Init.) | EPA 2009 KW 1 EPA 200.7 KW _

T e T T R A,

Sample # _ Date Collected | Sample Location Lead, mg/L [ Copper, m !

01096901 16/4/2010 LO>-om Hosebib in the Ozonator Pumproom 0.001 ﬁl 0.02 _W

i Lead has not been assigned an MCI, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCI, it has an 'Action Level' of 1.3 mg/L designated by EPA.

SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.

Contact your regional DOH office for further information.

MCL: {Maximum Contaminant Level), If the contaminani amount exceeds the MCL, immediately contact your regional DOH office.

NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL

< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.

£ D

U.S. EPA REGION 10
QFFICE OF WATER
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C  Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

IOC - LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

I0C-LCR Group: A
System ID No: IH3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: RC Date Received: ~ 5/28/2010
Date Analyzed:  6/1/2010
Date Reported:  6/8/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
\W\Q\m\ DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - -
. | ﬁ\ “ MCL, mg/L . *
b & Analytical Method (Analyst Init.) EPA 2009 KW EPA 200.7 KW
_ Sample m\ Date Collected Sample Location Lead, mg/L ; Copper, mg/L \w%
_Eoduo\ 2 5/28/2010 CA-08 Hosebib in the ozonator pumproom 0.004 <(0.02)
* Lead has not been assigned an MCl, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCJ, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
<(0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.
d
M
U.S. EPA mmg.oz,a ~
OFFICE OF WATER —
105755
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370  Telephone (360) 779-5141 FAX (360) 779-5150

10C - LCR
10C - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

r

I0C -LCR Group: A
System ID No: TH3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: RC Date Received:  5/21/2010
Date Analyzed:  5/21/2010
Date Reported: ~ 6/8/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - --
MCL, mg/L * J
Analytical Method (Analyst Init.) EPA 2009 KW EPA 200.7 KW i.ﬁu
Sample # Date Collected Sample Location Lead, mg/L Copper, mg/L
01054501 5/21/2010 CA-08 Hosebib in the Ozonator Pumproom 0.003 <(0.02)
* Lead has not been assigned an MClI, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCl, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: (Maximum Contaminant Level), If the contaminant amount excecds the MCL, iminediaiely contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.
JUN | 62010
.S. EPA REGION 10 _
OF WATER |
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

IOC -LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

| 10C-LCR o Group: A T
System ID No: TH3826 ‘ System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam - VT
Sample Purpose: RC o " Date Received:  5/14/2010 -
.. | Date Analyzed:  5/17/2010
Date Reported: ~ 5/19/2010
-~ Send Report To:  Jeff Becker - I Bill To: Jamestown SKlallam Tribe ,ﬁ
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
WA e i _
DOH # Lead, mg/L - 1_’.-. Oe_uwmm. mg/L ]
SRL, mg/L 0.001 0.02 T
Trigger Level, mg/L I -- T
MCL, mg/L ¥ R D i

Analytical Method (Analyst Init.)

 EPA200.9 KW %‘ EPA200.7 KW Iw_;%

Sample -...,on»mo..

" Lead,mg’. |  Cooper. o

| Sample# | Date Collocted -
CA-08 H

0sebib in the Ozonator Pumproom

ﬁ. n%%:.sﬂ?[#
- o007

SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH)
Trigger Level: DOH Drinking Water response level Systems with compounds detected at concentrations in excess of this level are required to take additional samples
Contact your regional DOH office for further information.
MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis. e e—
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL m @ m E _./, m | ”J./, _
<{(0.00x): indicates the compound was not detected in the sample at or above the concentration indicated. = HE -
n
bt |
— |
105347
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26276 Twelve Trees Lane, Suite C  Poulsbo, WA 98370

TWISS ANALYTICAL LABORATORIES, INC.

Telephone (360) 779-5141 FAX (360) 779-5150

I0OC - LCR

IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

10C - LCR . Group: A
System ID No: | 1H3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: RC Date Received:  5/7/2010
Date Analyzed:  5/12/2010
Date Reported:  5/18/2010 ™
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
‘ DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - -
MCL, mg/L * * 1
Analytical Method (Analyst Init.) EPA 2009 KW EPA 200.7 KW \mv
ﬁ\ Sample # Date Collected Sample Location Lead, mg/L _ Copper, mg/L J
01013801 5/712010 CA-08 hosebib in the ozonator pump room 0.004 m 0.03
* Lead has not been assigned an MCI, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCI, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
' Contact your regional DOH office for further information.
MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
<(0.00x): indicates the compound was not detected in the sample at or above the concentration indicated. ﬂw)\,:l o -
2 c ™ o W
n eyl Ve
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370 Telephone (360) 779-5141 FAX (360) 779-5150

I0C -LCR
I0C - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

[ 10C-LCR Group: A
System ID No: 1H3826 , B ,mwmﬁwa Name: Seven Cedars Casino
DOH Source No: 93 : ‘ County: Clallam ‘
“m»nﬁ_n wc_ﬁoma”. " RC . .. Date Received:  4/30/2010
B - . __ - . Date Analyzed:  5/4/2010 o
Date Wmvo:on_n 5/5/2010 )
Send wn_uo:.,_,o” ~ Jeff Becker - i Bill To: ~ Jamestown S'Klallam Tribe S
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98332
Sequim, WA 98382
ml DOH# Lead, mg/L i Copper, .EnF
'SRL, mg/L 0.001 ) o002
Trigger Level, mg/L - e . T ]
MCL, mg/L . ER T LI N
'Analytical Method (Analyst Init.) EPA200.9 KW EPA200.7 KW (E
[ |ﬂ‘vﬂt\ | Date Collected I Sample Location B _Loun..._._.ﬁ:L Copper, mg/L - J
01093501 va 0/2010 CA-08 Hosebib in the Ozonator Pumproom B - B 0002 C«o02) _
* Lead has not been assigned an MCl, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCL, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.

MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00%): indicates the compound was not detected in the sample at or above the concentration indicated.

104935 Page |



TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370 Telephone (360) 779-5141 FAX (360) 779-5150

IOC -LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

I0C - LCR . Group: A B
System ID No: 1H3826 i ‘ System Name: Seven Cedars Casino
DOH Source No: 93 . County: Clallam
Sample _u_.s._u.o%“ RC | Date Received: 4/23/2010 .
- . . R . . Date Analyzed:  4/26/2010 ‘ ]
" Date Reported:  4/29/2010 o i .
Send Report To: Jeff Becker - ,. . . Bill To: Jamestown S'Klallam Tribe ) §
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
e - | _.
B DOH # Lead, mg/L ~ Copper,mglL. |
'SRL, mg/L £ 0.001 002
w—.luwm.. Level, En._:.. ,‘ . ¥ T N
'MCL, mg/L i ok I
‘Analytical Method (Analyst Init.) EPA2009 KW |  EPA200.7 KW \5
[ mu:._ﬁ_n # | Date Collected _ ‘ a - Sample Location Lead, mg/L o Copper, EmF a A
01075501 gm{- ~|CA-08 Hosebib in the ozonator Pumproom - . L o2 003 |
4 Lead has not been assigned an MCI, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCl, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.

MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
<(0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.

104755
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

I0C - LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

" 1o0C- LCR B Group: N A o a
System ID No: IH3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: RC Date Received:  4/16/2010 [‘_
Date Analyzed:  4/22/2010 B
Date Reported: 4/23/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
| Sequim, WA 98382
e g R S 5
DOH # B Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - --
MCL, mg/L 4 *
|Analytical Method (Analyst Init.) EPA 2009 KW EPA 200.7 KW L\Ko
ﬁ  Sample# | Date Collected | Sample Location B ] Lead, mg/L | Copper,mgL |
01059701 4/16/2010 |CA-08 Hosebib in the Pump Room g 0.005 | 0.06 ]
. Lead has not been assigned an MCl, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCL it has an 'Action Level’ of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH),
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information,
MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis. B
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL \
<(0.00x): indicates the compound was not detected in the sample at or above the concentration indicated. I
[l | D
104597
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C  Poulsbo, WA 98370  Telephone (360) 779-5141 FAX (360) 779-5150

IOC - LCR
I0C - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

10C - LCR Group: A B _
System ID No: [H3826 mu\wﬁna Name: Seven Cedars Casino _
v EEEE————. T ————, S S i |.
DOH Source No: 93 Oo::Q“ Clallam a_
mmBEn P:.uomo WO Date Received:  4/9/2010 _
Date Analyzed:  4/12/2010 “
" Date wouonmg 4/15/2010
Send _ﬂnvon To: Jeff Becker Bill To: Jamestown S'’Klallam Tribe |
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy ., Sequim, WA 98382 A
Sequim, WA 98382 i
m DOH #  Lead, mg/L  Copper,mgl. |
PO, /- ixor S B i o R} c |
SRL, mg/L 0.001 0.02
q.:mne. Level, E@F - -
MEL el __ o ) T -
_>=m_%:n»_ Method Qr:n.%ﬁ Init.) EPA 2009 KW EPA 200.7 KW _
_ _ Sample# | Date Collected 4 ~ sample Location_ T Lead, mg/L ~ Copper, mg/L. (\%_m.
_omoﬁuo_ ﬁc\mos _O> om Iommv& in En Omo:mﬁo_. v.::?ooa 3 0.002 Aﬁc omv
* Lead has not been mmm_m._na an MCI, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been u.mm_mbna an MCI, it has an 'Action Level' of 1.3 mg/L anmﬁsﬁna by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.
h\%#; REGION 10 _
OFFICE OF WATER
LS
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05/05/2010 WED 9:52 FAX 3606813405 JAESTORN SKLALLAY TRIBE --» Jim Harnett - EPA @oos/011

26276 Twelve Trees Lane, Suite C  Poulsbo, WA 98370

TWISS ANALYTICAL LABORATORIES, INC.
Telephane (360) 779-5141 FAX (360) 779-5150

I0C-LCR
10C - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

I0C-LCR _ Group: A
System ID No: 1H3826 - System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
- Sample Purpose: RC Date Received:  4/2/2010
Date Analyzed:  4/12/2010
' Date Reported:  4/15/2010 B
Send Repori To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
| DOH # Lead, mg/L Copper, mg/L
'SRL, mg/L 0.001 0.02
{Trigger Level, mg/L - -
IMCL, mg/L * *
|Avalytical Method (Analyst Init) | EPA 2009 KW EPA200.7 KW b
Sample ¥ Date Collected Sample Location — Lead, mg/L Copper, mg/L.
01022401 47212010 CA-08 hose bib in the ozonator room 0.002 <(0.02) i
* Lead has not been assigned an MCl, it has an

SRL: (State Reporting Level), indicates the minim
Trigger Level:  DOH Drinking Water response level. Sys unds detected al concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information,

um reporiing [evel required by the Washington Department of Health (DOH).
terns with compo

‘Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCJ, it has an

MCL: {Maximuom Contaminant Level), If the contaminant amount exceeds the MCL, tnumediately contact your regional DOH office.

NA: (N0t Analyzed), in the results column indicates this compound was not included in the current analysis.

WND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.

104224

"Action Level' of 1.3 mg/L designated by EPA.

Page 1



TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C  Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

I0C -LCR

IOC - LCR by EPA Methods 200.9, 200.7
Distribution System - Report of Analysis

I0C-LCR o Group: A
System ID No: IH3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: RC Date Received:  3/26/2010
Date Analyzed:  3/26/2010
Date Reported: ~ 4/6/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
DOH # [ Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - --
MCL, mg/L * *
Analytical Method (Analyst Init.) EPA 200.9 KW EPA 200.7 KW J_\_mv
Sample # Date Collected Sample Location Lead, mg/L Copper, mg/L ]
01005501 3/26/2010 CA-08 Hosebib in the Ozonator Pump Room <(0.001) <(0.02)
* Lead has not been assigned an MCl, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCI, it has an 'Action Level" of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
<(0.00x) indicates the compound was not detected in the sample at or above the concentration indicated.

104055
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C  Poulsbo, WA 98370  Telephone (360) 779-5141 FAX (360) 779-5150
I0C - LCR
IOC - LCR by EPA Methods 200.9, 200,7

Distribution System - Report of Analysis

IOC - LCR

Group: A
System ID No: IH3826 Systera Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Samplo Purpose:  RC Date Received:  3/19/2010
Date Analyzed:  3/26/2010 i
Date Reported:  3/30/2010 o
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown SKlallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
i DOH # Lead, mg/L Copper, mg/L,
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - -
‘MCL, mg/L * *
‘Analytical Method (Analyst Init) EPA200.9 KW EPA 200.7 KW
[ Samples Date Collected Sample Lacation i Lead, mg/L Copper, mg/L
TZS»:E 3/19/2010 ‘CA-08 Hosebib in the Ozonator Pump Room m 0.004 0.03
* Lead has not been essigned an MCL, it hias an 'Action Level’ 0f0.015 mg/L designated by EPA. Copper has not been assigaed an MCI, it bas an "Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Depariment of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Swvstems with compounds detected af concentrations in excess of this level are required to take additional samples,
Cantact your regional DOH office for further information.
MCL: (Maximurm Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office. PR
NA: (Mot Analyzed), in the results column indicales this compound was not included in the current analysis. e T R S
ND: (Not Detecied), in the resalts colamn indicates this compound was analyzed and not defected at a level greater than or oqual to the SRL My 12\
<(0.00x): indicates the compound was not defecied in the sample at or sbove the concentration indicated. U
=<4
| —ipid
I " APR = [ cUlU
TS EPRREGION 10 _
. QFFICE OF WATER H
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

IOC - LCR

I0C - LCR by EPA Methods 200.9, 200.7
Distribution System - Report of Analysis

IOC-LCR Group: A
System ID No: TH3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: RC Date Received:  3/12/2010
Date Analyzed:  3/17/2010
Date Reported: 3/23/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
DOH # Lead, mg/L Copper, mg/L J
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - -
MCL, mg/L * *
Analytical Method (Analyst Init.) EPA 2009 KW EPA 200.7 KW mev
Sample # Date Collected Sample Location Lead, mg/L Copper, mg/L 4
01076301 3/12/2010 CA-08 Hosebib in the Ozonator Pump Room 0.002 0.03
* Lead has not been assigned an MCl, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCY, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level: ~ DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.
103763
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C  Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

I0C - LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

nl

I0C - LCR Group: A
System ID No: [H3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: RC Date Received:  3/5/2010
Date Analyzed:  3/10/2010
Date Reported: ~ 3/12/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - -~
MCL, mg/L b *
Analytical Method (Analyst Init.) EPA 200.9 KW EPA 200.7 KW
Sample # Date Collected Sample Location Lead, mg/L Copper, mg/L
01058301 3/5/2010 CA-08 Hosebib in the Ozonator Pumproom 0.005 0.03
* Lead has not been assigned an MCI, it has an 'Action Level’ of 0.015 mg/L designated by EPA. Copper has not been assigned an MCL, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.
MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.
ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.
U.S. EPAREGION 19 w
OFFICE OF WATER |
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C_Poulsho, WA 98370 Telephone (360) 779-5141 FAX (360) T79-5150

IOC-LCR
1CC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

I0C - LCR Group: A

System ID No: 1H3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam

Sample Purpose:  RC

Date Received:  2/26/2010
Date Analyzed:  2/26/2010

Date Reported:  3/5/2010
Send Report To: Jeff Becker . Bill To: Jamestown SKlallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Cld Blyn Hwy Sequim, WA 98382 .
Sequim, WA 98382 _
DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - -
iMCL, mg/L y * b
Analytical Method (Analyse Init.) _ EPA2009 KW EPA 200.7 KW
| Sample# | Date Collected | Sampte Loeation Lead, mg/L ‘ Copper, mg/L. |
_WH 038801 2/26/2010 m..n?em Hosebib in the Ozonator Pump Room ¢.020 0.07
*

Egg.egﬂnm@ggaﬂkwgE.?&narﬂ.n__oapim mg/L designated by EPA. Copper has not been assigned an MCY, it has an "Action Level' of 1.3 mg/L designated by EPA,
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

Trigger Level: DOH Drinking Water response lovel. Systerus with compounds detected at concentrations in exoess of this leve] are required to take additional samples.
Contact your regional DOH office for further information,

MCL: (Maximum Contaminant Level), I€ the contaminant amonnt exoceeds the MCL, immediately oontact your regional DOH office.

NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.

ND: (Not Detected), in the results column indicates this oompound was analyzed and not detected at a level greater than or equal to the SRL
<{0.00x): indicates the compound was not detected in the sample at or above the concentration indicated,

103388 Page 1
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

IOC-LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

2P

IOC-LCR Group: A
System ID No: 1H3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam T
Sample Purpose: ~ RC Date Received:  2/19/2010
Date Analyzed:  2/26/2010
Date Reported: ~ 2/26/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe a
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02 T
Trigger Level, mg/L - --
MCL, mg/L * *
Analytical Method (Analyst Init.) EPA200.9 KW EPA 200.7 KW
[ Sample # Date Collected Sample Location Lead, mg/L Copper, mg/L J
01020801 2/19/2010 CA-08 Hosebib in the Ozonator Pump Room 0.011 0.06

*

SRL:
Trigger Level:

ZUM
< (0.00x):

Lead has not been assigned an MC], it has an 'Action Level'

DOH Drinking Water response level. Systems with comp

Contact your regional DOH office for further information.

103208

(Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.
(Not Analyzed), in the results column indicates this compound was not included in the current analysis.

(Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
indicates the compound was not detected in the sample at or above the concentration indicated.

0f 0.015 mg/L designated by EPA. Copper has not been assigned an MC], it has an 'Action Level’
(State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).
ounds detected at concentrations in excess of this level are required to take additional samples.

US. EPAREGION T

of 1.3 mg/L designated by EPA.

— OFFICE OF ware

/mml
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

IOC -LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

I0C-LCR Group: A
System ID No: TH3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: ~ RC Date Received:  2/12/2010 T
Date Analyzed:  2/26/2010
Date Reported:  2/26/2010
Send Report To: Jeff Becker Bill To: Jamestown S'Klallam Tribe
Jamestown S'Klallam Tribe 1033 Old Blyn Hwy
1033 Old Blyn Hwy Sequim, WA 98382
Sequim, WA 98382
DOH # Lead, mg/L Copper, mg/L l
SRL, mg/L 0.001 0.02
Trigger Level, mg/L - -
MCL, mg/L * *
Analytical Method (Analyst Init.) EPA 200.9 KW EPA 200.7 KW L;\BO
Sample # Date Collected Sample Location Lead, mg/L Copper, mg/L
01005901 2/12/2010 CA-08 Hosebib in the Ozonator Pump room 0.003 0.03 |

*

SRL:
Trigger Level:

ND:
<(0.00x):

103059

Lead has not been assigned an MCI, it has an 'Action Level’ of 0.015 mg/L designated by EPA. Copper has not been assigned an MCl, it has an 'Action Level

(State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.

Contact your regional DOH office for further information.

(Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

(Not Analyzed), in the results column indicates this compound was not included in the current analysis.

(Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
indicates the compound was not detected in the sample at or above the concentration indicated.

of 1.3 mg/L designated by EPA.
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

IOC-LCR
I0C - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

I0C - LCR Group: A
System ID No: [H3826 System Name; Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: RC Date Received:  2/3/2010
- Date Analyzed:  2/8/2010
Date Reported:  2/10/2010
Send Report To:  Jamestown S'Klallam Tribe - Bill To: Jeff Becker ]
1033 Old Blyn Hwy Jamestown S'Klallam Tribe
Sequim, WA 98382 1033 Old Blyn Hwy
Sequim, WA 98382 \Nl
DOH # Lead, mg/L Qm_ﬁ. mg/L J‘
T.F. mg/L 0.001 0.02 o
E.:mmm.. Level, mg/L - -
MCL, mg/L * .
Analytical Method (Analyst Init.) EPA2009 KW |  EPA200.7 KW |
ﬁ Sample # Date Collected Sample Location Lead, mg/L Copper, mg/L
01082701 2/3/2010 CA-08 Hosebib in the Ozonator Pump Room 0.004 0.04 ia@
* Lead has not been assigned an MCI, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCI, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.

MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis,

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL

< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.

102827
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TWISS ANALYTICAL LABORATORIES, INC.

26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370  Telephone (360) 779-5141 FAX (360) 779-5150

IOC -LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

[ 10C-LCR Group: A
System ID No: TH3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: RC N Date Received:  1/29/2010
a Date Analyzed:  2/8/2010 ]
Date Reported:  2/10/2010
Send Report To:  Jamestown S'Klallam Tribe . B Bill To: Jeff Becker o
1033 Old Blyn Hwy Jamestown S'Klallam Tribe
Sequim, WA 98382 1033 Old Blyn Hwy
L - Sequim, WA 98382 _ \%
DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 10.001 0.02 |
Trigger Level, mg/L - -
MCL, mg/L * * ]
/Analytical Method (Analyst Init.) EPA 2009 KW EPA 200.7 KW \._
B Sample # Date Collected Sample Location Lead, mg/L Copper, mg/L u_
01070601 1/29/2010 CA-08 Hosebib in the Ozonator Pump Room 0.003 0.03 |
& Lead has not been assigned an MCl, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCl, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

Trigger Level: ~ DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this

Contact your regional DOH office for further information.

MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.

102706

level are required to take additional samples.

OFFICE OF WATER
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TWISS ANALYTICAL LABORATORIES, INC.

26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370  Telephone (360) 779-5141 FAX (360) 779-5150

10C -LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

10C - LCR Group: A ]
System ID No: IH3826 System Name: Seven Cedars Casino
DOH Source No: 93 County: Clallam
Sample Purpose: RC Date Received: 1/22/2010
‘ Date Analyzed:  2/8/2010
Date Reported: ~ 2/10/2010
Send Report To:  Jamestown S'Klallam Tribe ._ Bill To: Jamestown SKlallam Tribe ‘
1033 Old Blyn Hwy 1033 Old Blyn Hwy
Sequim, WA 98382 Sequim, WA 98382
, s
DOH # Lead, mg/L Copper, mg/L
SRL, mg/L 0.001 0.02 |
Trigger Level, EWF - - N
MCL, mg/L * *
Analytical Method Cp.mu_zmﬁ Init.) EPA 200.9 KW EPA 200.7 KW
;I\ Sample # Date Collected Sample Location Lead, mg/L Copper, mg/L .
101051901 1/22/2010 CA-08 Hosebib in the Ozonator Pump Room _ 0.004 0.04 |
* Lead has not been assigned an MCl, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MC, it has an 'Action Level of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concenirations in excess of this level are required to take additional samples.

Contact your regional DOH office for further information.

MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.

102519

o R
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TWISS ANALYTICAL LABORATORIES, INC.
26276 Twelve Trees Lane, Suite C Poulsbo, WA 98370

Telephone (360) 779-5141 FAX (360) 779-5150

1I0C - LCR
IOC - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

10C - LCR Group: A ]
System ID No: TH3826 System Name: Seven Cedars Casino ‘ o
DOH Source No: 93 . County: Clallam ‘
Sample Purpose: ~ RC i Date Received:  1/15/2010
o - | Date Analyzed: 172172010
Date Reported:  1/25/2010 o -
' Send Report To:  Jamestown S'Klallam Tribe o  Bill To: Teff Becker o 4
1033 Old Blyn Hwy Jamestown S'Klallam Tribe
Sequim, WA 98382 1033 Old Blyn Hwy
L - , - Sequim, WA oﬁ 82 . e —
B DOH # ‘  Lead, mg/L | Copper, mg/L -
SRL, mg/L 0001 I 002 |
Trigger Level, mg/L - --
Eﬁ?im@ﬁ D = | A
TI__M_EE Method (Analyst Init) | _ EPA2009 KW | EPA2007 KW
Date Collected | _ sampleLocation [ tedmgL | CopermgL |
1/15/2010 ?O>-cm Hosebib m.: the >Non;m3_. Pump Room _ 0.007 _\ 0.028

Lead has not been assigned an MCI, it has an 'Action Level' of 0.015 mg/L designated by EPA. Copper has not been assigned an MCL, it h

SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additi
Contact your regional DOH office for further information.

MCL: {Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL

< (0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.

102397

as an 'Action Level' of 1.3 mg/L designated by EPA.

onal samples.
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